




































































(10.354 )

. ee) Pitless installati6ns shal~ not be
used in areas subject to flooding by ground or surface water
or where the ground water level. rises to within five (5) f~et

of ·the ground surface, or in areas used by automobiles and
other·vehicles.
(Ordinance No. 12, enacted July 1, 1959 as amended by
Ordinance No. 19, enacted October 14, 1965.)

10.355 DUG AND BORED WELLS
~

(a) ~o9_atiQ!J

(1) The source of water supply shall be from a
water-bearing formation drawn not less than twenty (20) feet
from the natural ground surface and from no formation·which
is subject to pollution.

(I) Casing

(i) A watertight casing shall be provided to a
depth of at least ten (10) feet below the ground surface.

(ii) An annular space between the well casing
and the natural formation shall be completely filled with
impervious cement grout or equal sealing material to a depth
of at least ten (10) feet.

(2) Pits - Where pits are used over dug or bored
wells, such pits shall meet the requirements of item 4; (1)
except that the floor of the pit shall extend 'not less than
two (2) feet beyond the outside edge of the casing.

(3) Slab - The area around the Y1el1sha11 be gra.ded
away in all directions for a distance of at least three (3)
feet from the outside edge of the casing. A watertight rein­
~orced concrete platform ~t least four (4) inches ~hick and
~~tending at least two (2~ feet beyond the outside edge of
the casing shall be placed on top of the casing so as to
provide effective protection against surface water pollution.
The surface of the platform shall slope to the edges. A pipe
sleeve sized so as to permit the passage of the pump cylinder
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(10.355 )

or drop pipes, shall extend at least twelve (12) inches
above the top of the slab and provide an effective watertight
seal with the slab and the punp. Where manholes are used
in ~ell slabs, the cover shall be watertight, durable, over­
lapping and tight-fitti~g of reinforced concrete or equal.
The manhole shall be at least twenty-four (24) inches in
diameter. r-t shall extend at least three (3) inches above
the surrounding ground surface and be covered'by an impervious
durable cover of concrete, steel or equivalent material which
overlaps the man\-.:")le vertically by at least two (2) in<:>hes.
The manhole cover shall be effectively secured to the manhole
by bolting, 'locking or equivalent means, and shall be kept 'so
secured.
(Ordinance No. 12, enacted July 1, 1959 as amended by
Ordinance No. 19, enacted October 14, 1965.)

10.356 CISTERNS AND WATER STORAGE TANKS

(a) Location - Cisterns and water storage tanks
shall be located in an·' area free from flooding. Sewers,
building drains, soil or waste pipes shall not be located .
above cisterns or water storage tanks or in such a location
or position that as a result of structural failure or leakage
of the sewer drain or pipe their contents can come in contact
~ith a cistern or wa~er storage tank. Cisterns or water
storage tanks located in the ground shall be located at a
higher elevation and not less than fifty (50) feet from any
potential or eXisting source of pollution, except that
sewers of cast iron or equal may be located at a minimum
dis~ance of twenty-five (25) feet.

(b) Construction-

(1) Provisions shall be made for the effective
diversion or removal of the first washings of rain water
entering the cistern.

(2) Cisterns and water storage tanks shall be
constructed of watertight, durable, structurally sound
material, with a smooth interior surface.

(3) (i) Openings with covers sufficient to permit
cleaning shall be provided on all cisterns and water storage ..
tanks. The manhole shaL. be at least twnety-four (24)' inches
in diameter. It shall extend at least three (3) inches above
the surrounding ground surface and be covered by an impervious
durable cover of concrete, steel or equivalent material which
overlaps the manhole vertically by at least two (2) inches.
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The rnanhole·cover shall be effectively secured to the manhole
by bolting, locking or equivalent means. and shall be kept so
secured.

(ii) Where pumps are installed o~ top of cisterns
o~ storage tanks, a pipe sleeve sized so as to permit the pas~

sag~ of the pump cylinder or drop pipes, shall extend ~t least
twelve (12) inches above the top of the slab and provide an
effective watertight seal with the slab and the pump or the
drop pipe.

(4) All openings shall be protected to prevent the
entrance of insects and rodents and other pollutants.

(5) Outlet. drain and overflow pipes where provided
shall not be conne~ted directly to any sewer. soil pipe, house
drain or other waste pipe. Such drains shall discharge at a
point free from flooding through an atmospheric break such as
to effectively prevent backflow.
(Ordim::nce No. 12. enacted July 1.1959 as amended by
Ordinance No. 19, enacted October 14. 1965.)

10.357 ABANDONED WATER SUPPLIES

(a) Wells, springs, cisterns. and water storage
tanks ~.·hich are no longer is use· shall be removed. filled or
other~ise maintained ina condition such as to prevent access
by unauthorized persons qr animals. to prevent accidental
injury. and to effectively prevent pollution of the ground
water. Abandoned wells shall be completely filled with pud­
dled· clay or equal.

(b) Wells and springs may not be used for the dis­
posal of liquid. gaseous and/or solid wastes except as
specifically authorized by the Pennsylvania Department of
Health.
(Ordinance No. 12. enacted July 1. 1959 as amended by
Ordinance No. 19. enacted October 14. 1965.)

10.358 PUMPS AND OTHER EQUIPMENT

(a) Hand }Jump Installations -

(1) The pump l.ead shall be designed ar.'i constructed·
co prevent contamination from reaching the water ~hamber and
other interior surfaces of the pum~.

(2) The pump base shall be designed and constructed
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to provide an effective watertight seal with the well
casing or sto~ed water reservoir.

(3) The pump cylinder or foot-valve shall be
installed below the pumpj.ng level of the well •

. (4) . The pump shall be designed where necessary Ior
frost protection drainage within the well.

(5) The pump installation shall be designed to
facilitate necessary maintenance and repair, including over­
head clearance for removing rods and pipe.

(1) The base of a power pump installed directly
over a well casing or pipe sleeve shall be designed to provide
an effective watertight seal with the casing or pipe sleeve.

(2) All power pumps shall be installed on a firm
base in an area free from flooding.

(3) Where power pumps are installed in pits J they
'shall meet the requirements of Section 701, B4a; except that
the pit shall be ventilated with a pipe of a diameter of at
least· one and one-half (1-1/2) inches which opens downward
and is screened to prevent the entrance of insects or rodents.
The opening of such a vent pipe shall be not less than six
(6) inches above the surrounding ground surface.

(4) Location and installations of the pump and all
related equipment shall permit convenient access and removal.
maintenance and repair.

(5) Underground suction piping in contact with the
ground shall be installed inside a larger pipe which is
effectively protected against the entrance of ground or
surface water and which drains to a point free from flooding.

(6) Where casing air vents are used in a pit
installation, the opening shall be not less than two (2) feet
from the floor, and shall be turned downward and screened to
prevent the entrance of insects and rodents. Where a casing
.tir vent is used on surfac.e installations, the ven':. shall:

(i) Extend above the surrounding ground surface.

(ii) The opening shall be located not less than
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twelve (12) inches'above the natural.ground surface or 'slab;

(iii) Shall be turned downward and effectively
protected against the entrance of insects or rodents, and
animals.

(7) The pump suction opening shall be placed at
least two (2) feet below the maximum drawdrown of the water
in· the well.

10.359 DISINFECTION

Following completion of construction of an individual
water supply ~nd installation of the _pumping equipment, or
alterations, repair or maintenance work, the well shall be
pumped continuously until the water discharged is clear. The
well, pump, piping'system, and other .fixtures, shall be filled
~ith water containing a concentration of not less than fifty
(50) parts per million of available chlorine and the water
shall not be used for a period of at least twelve (12) hours.
Other combinations of concentrations and time intervals may
be used as are demonstrated to be equally effective.
(Ordinance No. 12, enacted July I, 1959 as amended by
Ordinance No. 19, enacted October 14, 1965.)

10.360 BACKFLOW

(a) Every pot~ble water 9.istributing pipe shall be
. protected against backflow from any plumbing ~ixture or other
piece of equipment or appliance capable of affecting the
quality of the potable water by having the outlet end from
which the water flows spaced a minimum distance of twice the
diameter of the water supply pipe above the flood level rim
of the receptacle* into which the potable water flows,except:

(1) Where it is not practicable to provide this
minimum air gap, the connection to the fixture, equipment. or
appliance shall be equipped with backflow preventer assembly of
a type and location approved by the Inspector.

(2) The Inspector may require that a backflow
preventer assembly of a type and location approved by the
Inspector be installed at any fixed' potable water outlet to
'\;."hich a hose Clay be connt.~~ted and used in contact vi th liqUids
or other substances.
(Ordinance No. 12, enacted July 1, 1959 as amended by Ordinance
No. 19~ enacted October 14, 1965.)

* "receptable" in the original.
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10.371

INSPECTION, TESTS, _AND MAI~rEN~~E

INSPECTIONS

(10.371 )

(a) All new plumbing work, and such portions of
existing systems as may be affected by new work or any
changes, shall be inspected to insure compliance with all
the requirements of this ordinance and to assure that the
installation and construction of the plumbing system. is in
accordance with approved plans.

(b) Notification-

(1) advaIl...c;.!L1iQ..tj.~~•. It shall be the duty of the
holder of a permit to give a notice to the Inspector when
plumbing work is. ready for test or inspection.

(2) Plumber's R~2P_~~~bili~~. It shall be the
duty of the holder of a permit to make sure that the work
will stand ~he test prescribed before giVing the notification.

(3) Retesting. If the Inspector finds that the
work ~ill not pass the test, the holder of a permit shall be
required to make necessary corrections and the work shall
then be resubmitted for test or inspection.

(4) Test. Tests shall be conducted in the
presence of the Inspector.

(c) Plumbing Plans -

tl) Examination of Plans. All plans and specifi~
cations required ~o be submitted"shall be examined by the
!nspec~or for acceptability under the provisions of thi~

ordinance.

(d) Violations. Notices of violations shall be
wri tten and mailed or dOe"livered by the Inspector to the person
responsible at the time inspection was made.

(e) Reinspection-

(1) Reinspectio~§. Reinspections of plumbing
installations or· any part thereof shall be made when deemed
necessary by the Inspector.

(f) Covering ~f Work -

* "of U in the original.
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(1 ) Requirements. No dr~inage or plumbing system or
part thereof shall be covered until it has been inspected, tested,
and accepted as prescribed in this ordinance.

(2) Uncovering. If any buildi.ng rlr~i.nage .or pllllnbi\1g
s~·!';t~~n or part thereof which is installed, altered, or repaired,
1.s covered before b~ln~ iBspected, tested, and approved, as
prescribed in this ordinance J it shall he l1nc:)veren fOl" i.nspec­
tion after notice to uncover the work has been issued to the
responsibla person by the Inspector.
(Ordinance No. 12 J enacted July 1, 1959 as amended by Ordinance
~o. 19, enacted October 14, 1965.).

10.372 MATERIAL AND LABOR FOR TESTS.

The equipment J rnaterial, .and labor necessary for in-·
spection or tests sh:l1l b(~fll'["nished by the person to whom the
permi t is issued ·or by whom inspection is reqll~sted.

(1rdinance No. 12, enacted July 1 J 1959 as· amended by Ordinance
~o. 19, enacted October 14 J 1965.

10.373 TESTS

Ca) Tests of Drainage and Vent Systems

(1) The piping of the plumbing, drainage and venting
systems shall be tec;ted wi til. watr: [' or air. After the plumbing
fixtures have been set and their trap's filled with water, the
entire drainage s)Fstem shall be submitted to a final test. The.
Inspector may require the removal of any cleanouts, to ascertain
if the pressure has reached all parts of the system.

(2) \lethods of Testing D:r.ainage and Vent Systems.

(i) Water Test. The water test shall be a;>pli.ed
to the drainage system either in its entirety or in sections.
1.f aI',l t.en to th(~ .=.!ntlre system, all openings in the piping
shall be tightly clC)s~d, e:tcept the high(~st opening, and the
system filled with water to point of overflow. If the system
is tested in sections, each opening shall be tightly plugged
e'Ccept th~ highest openin!:;; of the .section under test, and each
section shall be tested with less than a IO-foot head of water.
In t~sting successive sections at least the upper 10 feet of
tht! next preceding section Ehall be tested, so that .1"") joint
or pipe in the bailding (except the uppermost 10 fee1: of the
system) shall ha.ve ha~n sllbiili tt~Ll to a. test of less than a
10-foot head of-water. The water shall he kept in the system,
or in the portion under test, for at least 15 minutes before
inspection star1.s; the system shall then be tight at all points.

119



(10.373)

(ii) Air Test. The air t~st shall be made by
attaching an air c~rnpressor testing apparatus to any suitable
opening, and, after closing all other inlets and outlets to
the system, forcing air into the system until there is a uniform
gage pressure of 5 psi or sufficient to balance a column of
mercury 10 inches in height. This pressure shall be held with­
out introduction of additional air for a period of at least 15
minutes.

(iii) ~inal Test. The final test of the com­
pleted drainage and vent system may be either a ~moketestor

a peppermint test. Where the smoke test is preferred, it shall
be made by filling all traps with water and then introducing
into the entire system a pungent, thick smoke produced by one .
or more smoke machines. When the smoke appears at stack openings
on the roof they shall be closed and a pressure equivalent to
a I-inch water column shall be built and. maintained for 15
minutes·before inspection starts. Where the peppermint test is
preferrert, 2 ounces of oil of peppermint shall be introduced for
each line or stack.

(b) Building Sewer.

(1) Test required. Building sewers shall be tested
by plugging the end of the building sewer at the point of con­
nection with the public sewer, then filling the building sewer
with water. The system shall withstand not less than a lO-foot
head of water. A flow test as provided by the Inspector may be
substituted.

(c) Test of Water-SupplY System.

(1) Upon completion of a section or of the entire
water-supply system, it shall be tested and proved tight under
a water pressure not less than the working pressure under which
it is to be used. The water used for tests shall be obtained
from a potable source of supply.

Cd) Test of Interior Leaders or Downspouts.

(1) Leaders or downspouts and branches within a
building shall be tested by water or air in accordance with
S~ction 903 A2b and A2c.
(Crdinance No. 12, enacted July 1, 1959 as amended by Ordinance
No. 19, enacted October14,1965.)

10.374 CERTIFICATE OF APPROVAL

Ca) Upon the satisfactory completion and flnal test
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of the plumbing system a cer·tifics.te of approval shall be
. issl1ed by the Inspector to the plUi:lbel': to be delivered to the
owner.
(Ordinance No. 12, enacten July 1, 1959 as amended by Ordinance
~o. 19, enacted October 14, 1965.)

10.375 DEFECTIVE PLUMBING

The plumbing and drai.na~e system of any premises
under the jurisdiction of the Township shall he maintained
in a sabitary and safe operating condition by the owner or
~is agent.

"(Ordinance No. 12, "enacted July 1, 1959 as amended by Ordinance
No. 19, enacted October 14, 1965.)

10.381 ENFORCEt.tENT

(a) Inspections and Tests. It shall be the duty of
the •••••••••••• to enforce the provisions of this ordinance
and to make the inspections and tests required tbereunder.

(b) Right of Entry. The •••••••••••• shall, after
proper identification, ~ave the right to enter any premises
for l:he purpose of inspecting any plumbing system at such times
as may be reasonably necessary to protect the public health.

(c) Penalty. Any person violating any prOVision of
this ordinance shall be pu.nishable by fine of not less than
•••••••• dollars ($ •••••• ) nor more than •••••• dollars
($ .••••• ) or imprisonment for not less than •••••• days nor
more than •••••• days.
(Ordinance No. 12, enacted July 1, 1959 as amended by Ordinance
No. 19, enacted October 14, 1965.)
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SUBCHAPTER 2

RULES, REGULATIONS &. REQUIREMENTS ADOPTED BY REFERENCE

10.391 REGULATIONS

. (a) State Regula!i<1,ns. All rules, regulations a.rid
requireme-nts, including approvals, permits and inspections.
~ow or hereafter required by authority of the Acts of this
Commonwealth, i.ncludi.ng those promulgated by the various
departments and bureaus of the Commonwealth havLng jurisdiction
over the construction, maintenance, and equipment of hili ldings,
or relating to water supply, sanitary drainage, sewage disposa1,
or industrial waste, in the Township, .are hereby adopted as
part of this Code.

(b) Highest Requirements Appl~. ~herever any of
the prov~sions of this Code conflict with such rules~ r~3ulation~~

etc.,- the highe~trestrictiveprovisions shall be mandatory.

(c) Nationally Recognized Rules and Regulatio~!.

Except as otherwise specifically provided in rules
promulgated by the Building Inspector and approved by the
Board, the rules, regulations, specifications or other standards,
as adopted and a.mended frOID time to time by the recognized
National Authorities set forth hereafter in paragraph LIST
OF DOCU~ENTS, are hereby adopted and approved asa part of
this Code with respect to·such mate~ials and methods wherever
the same may be involved. Unless more specific requirements
aooear elsewhere in this Code, these rules and regulations shall
apply in full force as if herein written.

Cd) List of Documents. The Building Inspector sha11
keep in his office, for pUbliC-reference, a copy of the following
documents referred to and adopted by this code. Wherever the
initials "ASTM" are used, they refer to standard documents
issued by the American Society for Testing Materials.

(1) Brick

-Ci) Tentative Specifications for Building Brick,
ASTM Designation 62-37.

(ii) Standi,lrd Specifications for San.i Lime
Building Brick, ASTM Designation C73-37.

(iii) Standard Specifications for Concrete Building
Brick, ASTM Designation C55-37.
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